
 

 

 
 

 

Edinburgh Research Explorer 
 
 

 
 

 
 

 
 

 

 
 

 
 

 
 

 
 

 
 

 
 
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

Rediscovering the Throttling Effect

Citation for published version:
Vaitkevicius, A, Colella, F & Carvel, R 2014, Rediscovering the Throttling Effect. in A Lonnermark & H
Ingason (eds), Proceedings from the Sixth International Symposium on Tunnel Safety and Security. SP
Technical Research Institute of Sweden, pp. 373-380, 6th International Symposium on Tunnel Safety and
Security, Marseille, France, 12/03/14. <http://www.istss.se/en/symposium/Sidor/default.aspx>

Link:
Link to publication record in Edinburgh Research Explorer

Document Version:
Peer reviewed version

Published In:
Proceedings from the Sixth International Symposium on Tunnel Safety and Security

General rights
Copyright for the publications made accessible via the Edinburgh Research Explorer is retained by the author(s)
and / or other copyright owners and it is a condition of accessing these publications that users recognise and
abide by the legal requirements associated with these rights.

Take down policy
The University of Edinburgh has made every reasonable effort to ensure that Edinburgh Research Explorer
content complies with UK legislation. If you believe that the public display of this file breaches copyright please
contact openaccess@ed.ac.uk providing details, and we will remove access to the work immediately and
investigate your claim.

Download date: 25. May. 2023

http://www.istss.se/en/symposium/Sidor/default.aspx
https://www.research.ed.ac.uk/en/publications/5ce33a95-d447-4e32-a9e1-38a2eec975b2


6th International Symposium on Tunnel Safety and Security, Marseille, France, 12-14 March 2014. pp. 373-380 
Winner of the “Best Paper at ISTSS 2014” Award. 

Rediscovering the Throttling Effect 
 
 
 

Arnas Vaitkevicius1, Francesco Colella2 & Ricky Carvel1 
1. BRE Centre for Fire Safety Engineering, University of Edinburgh, UK 

2. Exponent Inc, USA 
 

 
 
ABSTRACT 
 
Critical ventilation velocity remains the most studied phenomenon in the tunnel fire literature. But 
focus on the velocity as the principal perameter may hide other features of the interaction between a 
fire and tunnel flow. The throttling effect was identified in the 1960s and described in the 1970s, yet it 
seems to be generally overlooked these days. In essence, the throttling effect is the tendency of a fire 
in a tunnel to resist the airflow; the larger the fire, the greater the resistance. Thus, while it has been 
shown that no increase in longitudinal flow velocity is required to control smoke from fires larger 
than the ‘super critical’ limit, in practice, an increasing number of ventilation devices are required to 
achieve this flow, and hence control the smoke from a fire, as the fire size grows. A CFD modelling 
study using the FDS model has been carried out to demonstrate this effect. It is clearly demonstrated 
that for fires larger than the ‘super critical’ limit, an increasing number of jet fans are required to 
control the smoke from increasingly larger fires. The results of the modelling study are presented. 
 
KEYWORD: Critical ventilation velocity, smoke management, CFD modelling, fire size 
 
INTRODUCTION 
 
As discussed by Ingason at the 9th IAFSS symposium [1], critical ventilation velocity (CVV) remains 
the most studied phenomenon in the tunnel fire literature. The fundamental concept of smoke 
management in longitudinally ventilated tunnels is that, for a given size of fire, there exists a ‘critical’ 
ventilation velocity sufficient to blow all the smoke produced by a fire to one side of the fire location 
only. If the ventilation flow is below this level, a layer of smoke may extend away from the fire 
location in the upstream direction, this is commonly referred to as “backlayering”.  
 

 
 

Figure 1  An example of the variation of CVV with HRR, based on Oka and Atkinson [5]  
 
The origins of the CVV concept can be traced back to Thomas in the 1950s [2], with notable 
refinements and alternative formulations being proposed by Heselden in the 1970s [3] and Danziger 
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and Kennedy in the 1980s [4]. The 1995 work by Oka and Atkinson [5] is the most influential paper 
in the literature and was the first to adequately define the ‘super critical’ ventilation velocity (SCVV) 
concept. In their experiments, Oka and Atkinson observed that there is a relationship between fire size 
and critical ventilation velocity up to a certain limit, but that beyond this limit no increase in 
ventilation would be required to control the smoke from fires with larger heat release rates (HRR). 
This can be seen clearly in Figure 1. For many typical road tunnels, the SCVV is found to be about 3 
ms-1, so many emergency ventilation strategies for longitudinally ventilated tunnels aim to achieve a 
longitudinal flow of about 3 ms-1 in the event of any fire, in order to control smoke. Ventilation 
studies since 1995 have tended to build on the work of Oka and Atkinson, adding various 
complexities relating to features such as tunnel slope [6], aspect ratio [7,8] and the presence of 
blockages [9,10], and the SCVV concept has become widely accepted in the industry. 
 
When designing the ventilation system for a tunnel, the design engineer considers a prescribed ‘design 
fire’ (generally expressed as a constant HRR) and specifies the capacity of the fans, etc. on the basis 
of this, taking into account the possible presence of vehicles and other blockages in the tunnel. 
Historically, design fires in the range 20-50 MW have been relatively common for road tunnel 
ventilation design, although  recent design guidance [e.g. 11] suggests that heavy goods vehicle 
(HGV) fires could be in the range 70-200 MW, while fuel tanker fires could be higher still. For most 
tunnels, fire sizes above about 30 MW fall above the super critical limit, so it might be tempting for a 
tunnel designer to use a design fire of, say, 50 MW as the basis of the design, as the required 
longitudinal flow would be no different for this than for a larger size of fire. 
 
This line of reasoning, however, does not take the ‘throttling’ effect of a fire into account. The 
throttling effect appears to have been known anecdotally in the mine ventilation industry since at least 
the 1960s [12], but does not appear to have been studied systematically until Lee et al. in the late 
1970s [13,14]. In essence, Lee et al. found that a fire in a tunnel tended to change the resistance of the 
tunnel to ventilation flow, with larger fire sizes exhibiting greater resistance to flow than smaller fires. 
The phenomenon was dubbed the ‘throttling’ effect as a section of tunnel containing a fire effectively 
behaved as a section of tunnel with a reduced bore size; that is, the fire appeared to ‘throttle’ the flow. 
Thus, if a fixed ventilation flow rate is desired, the power of the ventilation devices supplying the 
flow will need to be greater if there is a larger fire, even though the resulting upstream flow velocity 
will be the same. 
 
The practical meaning of this is that if, for example, six jet fans are required to achieve a critical flow 
of 3 ms-1 in a given tunnel to control the smoke from a 50 MW fire, if an 80 MW fire should occur, 6 
jet fans will be insufficient to generate the required 3 ms-1 flow, and smoke control will not be 
achieved. 
 
The throttling effect, while discussed and detailed in the late 1970s, does not appear to have been 
discussed in the tunnel ventilation literature since then. Once the discussion of smoke control became 
expressed in terms of HRR and CVV, the question of the number or power of ventilation devices 
being used dropped out of the discussion. Experimental studies of CVV utilised variable speed 
ventilation devices, which were rarely used at peak flow capacity [e.g. 15,16], meanwhile 
computational fluid dynamics modelling of tunnel fires has commonly imposed a fixed velocity flow 
as a boundary condition on the computational domain, rather than explicitly incorporating the 
capacity of the fans [e.g. 17,18]. 
 
Recent modelling studies by Colella et al. [19,20,21] employed a multi-scale modelling approach to 
tunnel ventilation and explicitly modelled the ventilation devices as well as blockages and fires in the 
tunnel, without imposing flow as a boundary condition. In this way the throttling effect was 
essentially ‘rediscovered’. 
 
This paper presents the results of a simple modelling study which seeks to demonstrate that while the 
CVV required to control smoke does not vary with fire size beyond a certain limit, the number of 
ventilation devices required to generate the critical flow continues to increase with increasing fire 
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size. The aim is, essentially, to demonstrate the throttling effect of fire to a new generation of 
ventilation engineers.  
 
METHODOLOGY 
 
As the intent of the project was to demonstrate an effect, not to model a specific realistic tunnel 
configuration, a simple rectangular tunnel geometry was chosen, and a relatively short computational 
domain was used for most of the simulations. The limitations of these assumptions will be discussed 
below. The project used the Fire Dynamics Simulator (FDS), version 5.5.3 [22] for all simulations. 
The tunnel modelled was 100 m long, 8.0 m wide by 6.5 m high (52 m2 cross-section). The upstream 
and downstream domain boundaries were specified as open at atmospheric pressure, while all the 
tunnel surfaces were defined as adiabatic, using the default surface roughness for concrete. 
The fire source in the majority of simulations was modelled as a burner of fixed dimensions (3 m 
wide × 4 m long × 1 m high), positioned symmetrically in the middle of the tunnel, but closer to the 
‘upstream’ portal than the ‘downstream’ one. The centre of the fire source was positioned 32 m from 
the upstream portal and 68 m from the downstream one. Seven ceiling mounted jet-fans were 
modelled, side by side, at 25 m upstream of the fire. These were considered to be 0.5 m high by 0.5 m 
wide and were positioned 0.5 m below the tunnel ceiling. A typical configuration of the fans is shown 
in Figure 2. It is acknowledged that this is an unrealistic configuration of fans, but it is stressed that 
the design of the tunnel has been chosen to demonstrate an effect, not to represent a realistic tunnel 
configuration. 
 

 
 
Figure 2  An example configuration of jet fans in the model tunnel.  
 
Rather than impose a prescribed airflow at the domain boundary, the flow within the domain was 
generated entirely by the jet fans within the domain. Each fan was modelled as an obstruction of zero 
thickness, with a fixed airflow velocity at the downstream surface, in the manner suggested in the 
FDS user guide [22]. After a few preliminary simulations, the outlet velocity was fixed at 35 ms-1 for 
each fan, as this provided sufficient flow to investigate smoke control for fires ranging from 10 to 90 
MW. In these simulations, jet fans were considered either ‘on’ or ‘off’, no fans were modelled as 
operating at reduced capacity in any of the simulations. 
 
In each simulation, the fire was specified as having a fixed HRR from t = 0 and for the duration of the 
simulation time, which was 840 s in each case. In each simulation, the fire and all seven jet fans were 
initiated at time t = 0, and the jet fans were then switched off at 120 s intervals thereafter. The jet fans 
were switched on and off in such a way that each combination of fans was reasonably symmetrical 
across the width of the tunnel.  

 
In line with good modelling practice, a grid refinement and sensitivity study was carried out. As a 
result of this it was found that a computational mesh of 0.25 × 0.25 × 0.25 m cells was required in the 
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vicinity of the fans and around the fire location, but a coarser mesh could be used downstream of the 
fire (from the tunnel midpoint to the downstream portal). In most simulations, the domain contained 
about 225,000 cells. 
 
An array of virtual velocity probes was positioned 2 m upstream of the edge of the fire object, as 
shown in Figure 3. Backlayering was deemed to have been eliminated in a given simulation (that is, 
the flow was deemed to be above CVV) if the flow was found to be positive at all measurement 
points.  
 

 
 
Figure 3  Location of the velocity probes in the model.  
 
RESULTS 
 
Nine simulations were carried out for fire HRR of 10, 20, 30, …, 80 & 90 MW. Figure 4 shows a 
summary of the results for the minimum fan combinations required to prevent backlayering. Using the 
method derived by Wu and Bakar [7], the super critical ventilation velocity for the simulated tunnel 
was calculated to be 3.4 ms-1, corresponding to fires of 30.3 MW and above.  
 

 
 
Figure 4  Minimum jet fan combinations required to prevent backlayering, fans 25 m away from 

fire.  
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It is clear from Figure 4 that the number of jet-fans required to control smoke continues to increase 
with increasing fire size above the HRR corresponding to the SCVV. 
 
In the 80 MW and 90 MW simulations, not included in Figure 4, there was a small negative flow at 
the lowest measurement points, even with all seven jet fans active, see Figure 5 (a), so backlayering 
was not deemed to have been eliminated in these scenarios, even though the flow in the upper parts of 
the tunnel was positive. This phenomenon is thought to be due to the close proximity between the fire 
and the fans, as will be discussed below. 
 
As can be seen in Figure 5 (a), the flow in the tunnel generated by the jet fans is significantly far from 
uniform at locations near to the fire. Thus a second series of simulations were carried out using a 
longer computational domain, with a 50 m distance between the jet fans and the fire location. This 
results in a considerably more uniform flow field at the location of the fire, as shown in Figure 5 (b). 
The minimum jet fan combinations were also assessed using the 50 m longer computational domain, 
and the results are broadly similar to the first series of simulations, see Figure 6.  

  

  
(a)      (b) 

 
Figure 5  Ventilation flow profiles for (a) a 90 MW fire and all seven jet fans active, 25 m 

upstream of the fire, and (b) a 60 MW fire with five jet fans active, 50 m upstream of the 
fire. 

 
Each of the results presented so far comes from a model which assumes the fire load is evenly 
distributed across a fixed fuel area of 12 m2. That is, the heat release rate per unit area (HRRPUA) 
varies between each simulation, while the surface area does not. This results in differences in the 
Froude number (or the non-dimensional heat release rate, Q*) between simulations. A final series of 
simulations were carried out in the longer computational domain, varying both the area and the 
HRRPUA between simulations, in order to keep the Froude number constant between tests. 
  
In this instance, the same broad pattern is observed, as shown in Figure 7. No minimum fan 
combination is recorded for the 90 MW fire in this instance (33 m2 and 2722 kW/m2) as the maximum 
seven fan combination was not quite able to control the smoke. 
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Figure 6 Minimum jet fan combinations required to prevent backlayering, fans 50 m away from 

fire.  
 

 
 

Figure 7 Minimum jet fan combinations required to prevent backlayering, fans 50 m away from 
fire and varying fire area. 

 
CONCLUDING COMMENTS 
 
From the above it is clear that the throttling effect is significant in all three cases modelled. This 
shows that if, for example, a ventilation system design can be demonstrated sufficient to control the 
smoke from a 50 MW fire, this does not mean that the ventilation system would be sufficient to 
control the smoke from fires larger than this limit, even though the required airflow velocity is the 
same for larger fires. 
 
Ventilation system design should not be made on the basis of a ‘critical’ ventilation velocity, 
independent of fire size considerations, but rather should be made on the basis of the size of the 
largest credible fire scenario for the specific tunnel in question. 
 
In tunnel design for fire safety, the throttling effect must be considered. 
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