Sorption of micropollutant estrone to a water treatment ion exchange resin

Citation for published version:

Digital Object Identifier (DOI):
10.1039/b913338k

Link:
Link to publication record in Edinburgh Research Explorer

Document Version:
Peer reviewed version

Published in:
Journal of Environmental Monitoring

General rights
Copyright for the publications made accessible via the Edinburgh Research Explorer is retained by the author(s) and / or other copyright owners and it is a condition of accessing these publications that users recognise and abide by the legal requirements associated with these rights.

Take down policy
The University of Edinburgh has made every reasonable effort to ensure that Edinburgh Research Explorer content complies with UK legislation. If you believe that the public display of this file breaches copyright please contact openaccess@ed.ac.uk providing details, and we will remove access to the work immediately and investigate your claim.
Sorption of micropollutant estrone to a water treatment ion exchange resin

Peta A. Neale, Maibritt Mastrup, Thomas Borgmann and Andrea I. Schäfer

School of Engineering and Electronics, The University of Edinburgh, Edinburgh, EH9 3JL, United Kingdom

Ingeniørhøjskolen Odense Teknikum, Niels Bohrs Alle 1,5230 Odense M. Denmark

Submitted to
Journal of Environmental Monitoring – Special Issue ‘Water’
July 2009
Resubmitted August 2009

* Corresponding author: Andrea Schäfer, E-mail: Andrea.Schafer@ed.ac.uk, Ph: +44(0)131 650 6781

Abstract

Micropollutants occur in natural waters from a range of sources. Estrogenic compounds are naturally excreted by humans and hence stem predominantly from wastewater effluents. Due to the small size and concentration of such micropollutants their removal is difficult. In this study a technology – magnetic ion exchange (MIEX®) - developed to remove natural organic matter from surface water, was investigated. Estrone interacts with polymeric materials such as ion exchange resins or membranes through a number of mechanisms including specific and non-specific interactions. To understand the mechanisms and subsequent implications of this interaction sorption and desorption of estrone was studied as a function of pH, temperature, natural organic matter concentration, sulfate concentration and ionic strength. The results demonstrated that the resin removed around 70% estrone at high pH conditions (>10.4) when estrone was predominantly negatively charged. However, below pH 10.4, when estrone was neutral, approximately 40% of estrone still sorbed due to hydrogen bonding. The optimum temperature for estrone sorption was observed to be from 15 to 35 °C, while the presence of other anions had implications for estrone removal due to competition for anion exchange sites. Desorption of estrone was most effective with 2 M NaCl regeneration brine concentration when estrone was negatively charged (98% desorption). However, when estrone was neutral there was no significant difference between 1 M and 2 M NaCl.

The results presented in this study indicate that polar non-ionic micropollutants were removed by magnetic ion exchange due to sorption to the resin polymer. Consequently, this study has implications for improved understanding of micropollutant removal by such resins. Beyond the possibilities of exploiting ion exchange for the removal of micropollutants, the accumulation of micropollutants on polymeric materials in water treatment is a potential risk to be monitored.

Keywords: Magnetic ion exchange (MIEX®), natural organic matter, micropollutant, sorption, desorption, water treatment

Introduction

Water treatment processes are increasingly designed to remove dissolved contaminants and micropollutants that reach water supplies from various sources. Natural organic matter (NOM), for example, poses a significant problem in water supplies as disinfection processes transforms these natural compounds into hazardous disinfection by-products. In consequence, a strong base anion exchange resin (AER) that can remove such NOM (weak acidic ions predominantly) has been developed. An example of an AER is magnetic ion exchange resin (MIEX®) which is a polyacrylate macroporous polymer with strong base quaternary ammonium functional groups for ion exchange and a magnetic iron oxide core to assist with resin agglomeration and recovery. 4 This resin can be used to remove other contaminants also, such as bromide, sulfate, nitrate, arsenic and chromium, 14 and the process can further be used to control fouling in membrane filtration, where NOM plays an important role. The process can be retrofitted to existing water treatment plants that were not designed to remove NOM and may be environmentally and energetically beneficial over more advanced treatment.

Micropollutants, such as natural and synthetic hormones, pesticides and pharmaceutically active products, are ubiquitous in the aquatic environment, and can be considered a cause of concern for human and environmental health. Estrone is a naturally excreted steroid hormone, which can also be formed through the oxidation of estradiol. 6 Natural hormones such as estrone have the potential to disrupt the endocrine system and consequently have implications for fertility and reproductive health. 7,8 Studies have shown that low concentrations of estrone (3 ng/L) can cause behavioural changes in some aquatic organisms. 9 Removal of estrone by conventional sewage treatment plants is variable. A study by Carballa et al., 10 found higher concentrations of estrone in wastewater effluent compared to the influent concentration due to estradiol degradation, while other studies have observed average removals of 53-61%. 11,12 As a result, estrone is regularly detected in surface waters and sewage effluents at low ng/L concentrations. 14,15

As conventional treatment cannot completely remove micropollutants such as estrone, other removal technologies have been explored including ozonation, advanced oxidation processes and membrane filtration, particularly nanofiltration/reverse osmosis (NF/RO). Studies have demonstrated that estrone can be removed to below detectable limits using ozonation 16-18 and ClO2 oxidation, 19 while Nghiem et al. 20 found estrone retention by NF/RO membranes varied from 13 to >90% due to differences in membrane properties. While very few studies exist on the removal of hormones by ion exchange (IX) resins, Zhang and Zhou 21 found moderate removal of estrone from solution using a styrene IX resin, with 71 hours required to reach equilibrium. Environmental effects like temperature or water quality such as pH has not been considered.

Micropollutant removal mechanisms of IX resins other than ion exchange of charged molecules are to date not well understood. Humbert et al. 22 studied the removal of pesticides atrazine and isoproturon using a range of strong AERs. The study showed pesticide removal ranged from 5-37% for all AERs, however MIEX® could only remove 5-7% of pesticides. 4 The low removal was attributed to the non-ionic nature of the pesticides in the experimental conditions. Despite this, specific and non-specific interactions, such as hydrophobically assisted ion exchange and hydrogen bonding, can occur between neutral acidic species such as phenolic groups (at pH 7) and the polymer. 22,23 The porous nature of the resin can assist with the removal of neutrally charged contaminants. 14 It is also likely that non-ionic micropollutants can interact with the resin polymer through hydrogen bonding, 25 increasing potential non-ionic micropollutant uptake. While micropollutant removal is generally a desired phenomenon in water treatment, it can also occur as a side effect with accumulation of micropollutants on the resin and concentration in the brine.
The resin is regenerated using a NaCl brine which exchanges any anions sorbed to the quaternary ammonium functional group for chloride ions. Caustic compounds such as NaOH can be added to the NaCl brine to enhance desorption. It is to date not understood if regeneration only reverses micropollutants removed by ion exchange or also other sorption processes.

The purpose of the study is to investigate the removal as well as partitioning mechanisms of estrone and to assess the influence of water chemistry parameters such as pH and ionic strength. As estrone is predominately negatively charged at pH > 10.4, studying the influence of pH on estrone removal can improve understanding of both ion exchange and specific and non-specific interaction mechanisms. Temperature effects as well as estrone removal in the presence of competing ions, such as NOM and sulfate, will be studied to understand the influence of competition. Finally, the release of estrone from the resin during regeneration will be investigated in order to understand any associated treatment liabilities and risks concerning accidental contamination of water as well as the potential presence of micropollutants in brines following their accumulation on the resin.

**Experimental**

**Chemicals**

All chemicals used are of analytical grade. Radiolabelled [2,4,6,7-3H]estrone was purchased from Sigma Aldrich (Saint Louis, US). Estrone is a bipolar hormone, with an acid dissociation constant (pK_a) of 10.4. The background electrolyte was 1 mM NaHCO_3. The pH was adjusted using 1 M HCl and 1 M NaOH. Natural organic matter (NOM), from Brisbane Water National Park in Australia, was concentrated using microfiltration and RO, and was extensively characterised by Schäfer.

**Magnetic ion exchange resin (MIEX®)**

The resin was supplied by Orica Watercare (Melbourne, Australia). The concentration of resin used in the experiment was 10 mL/L. Industrial applications typically use doses ranging from 2 to 20 mL/L, however, previous studies have indicated that a dose of 8-10 mL/L is optimal for NOM and inorganic anion removal.

**Sorption experiments**

The sorption experiments were conducted in 100 mL Erlenmeyer flasks containing 50 mL of MilliQ water with 1 mM NaHCO_3 background electrolyte. The initial estrone concentrations were 1, 5, 10, 50, 100, and 500 ng/L, which is in the range of typical surface and wastewaters. Erlenmeyer flasks were placed in a temperature controlled Bioloinc incubator shaker (Alexandria, Australia). Before each experiment 1 mL from each flask was removed for analysis, and 0.5 mL (0.113 g) of resin slurry was added to each flask using 5 mL single use syringes, giving a total concentration of 10 mL/L. Flasks were shaken for 2 hours at 200 rpm, and a sample of 1 mL was collected. Adsorption kinetics reached equilibrium within 25 minutes. In the pH sorption experiments the pH was adjusted to 3, 5, 8, 9, 10, and 12 using 1 M HCl and NaOH and the temperature was kept constant at 25 °C. In the temperature experiments the temperature was adjusted to 15, 25, 35, and 55 °C at pH 8. The NOM, ionic strength and sulfate experiments were studied at pH 8 and 11 and a constant temperature of 25°C. The NOM concentrations studied were 0, 10, 50, and 100 mg/L (0.063, 1.89, 6.3 µgC/L), while in the ionic strength sorption experiments NaCl concentrations of 0, 20, 50, and 100 mM were studied. For the sulfate sorption experiments the SO_4^2- concentrations were 0, 5, and 20 mM.

The desorption experiments were also conducted in 100 mL Erlenmeyer flasks following the 100 ng/L estrone sorption experiments at pH 7, 8, 9, 10, and 11. The resin was allowed to settle and the supernatant was decanted and 30 mL of MilliQ water was added. The effect of ionic strength using NaCl concentrations of 0, 1, and 2 M was studied. The pH was adjusted to 7, 8, 9, 10, and 11. 1 mL of initial solution was removed for analysis. The flasks were shaken in the incubator shaker at 200 rpm for 1 hour and samples of 1 mL were collected at 2, 5, 10, 15, 30, and 60 minutes.

**Analysis**

Scintillation counting was used to detect estrone at very low concentrations. Samples from sorption and desorption experiments (1 mL) were added to 9 mL of Ultima Gold LLT scintillation cocktail (Perkin Elmer, Boston, US) and shaken until clear. The samples were taken after the resin had settled and analysed using a Packard Instruments Tri-Carb® liquid scintillation counter (2100 TR, Boston, US) where they were left to count for 5 minutes each. The activity in counts per minute (cpm) was converted to estrone concentration in ng/L. The percentage of estrone removal by sorption is calculated using Equation 1, while the mass of estrone removed per mass of resin is calculated using Equation 2. The sorption isotherms are calculated as the mass of estrone removed per mass of resin as a function of the estrone equilibrium concentration. This represents the freely dissolved hormone concentration in solution at equilibrium. The percentage of estrone desorbed with the addition of NaCl brine can also be calculated using Equation 1.

\[
\text{Sorption (\%)} = 1 - \frac{C_e}{C_i} \times 100\% 
\]

\[
Q_e = \left( \frac{C_i - C_e}{V_w} \right) \times \frac{V_s}{M_{IX}} 
\]

Where: C_e is the concentration of estrone at equilibrium (ng/L), C_i is the initial concentration of estrone prior to resin addition (ng/L), Q_e is the mass of estrone removed per mass of resin (ng/g), V_s is the solution volume (L), M_{IX} is the mass of resin added (g)

A field emission scanning electron microscope (Hitachi s-900 FESEM) at 20 kV was used to image the resin.

**Results and discussion**

**Characteristics of MIEX®**

Within the literature, the resin beads are suggested to have an average diameter of 150 to 180 µm, which is approximately 2 to 5 times smaller than other commonly used IX resins. It has a greater surface area to volume ratio compared to larger IX resins thus increasing micropollutant removal. However, the average diameter of the resin in Figure 1 appears to be considerably less than what is suggested in the literature, with particles as small as 5 to 10 µm observed. Therefore, it is likely that the resin is susceptible to mechanical break-up. The charge of the resin is unlikely to be influenced by solution pH, as the quaternary ammonium functional groups give the resin a positive charge in both acidic and alkaline solutions.

**Sorption**

To understand the sorption mechanisms of charged and uncharged estrone the influence of pH is studied. pH can influence the speciation and charge of estrone as it has a pK_a of 10.4. This has implications for the transport and behaviour of estrone within natural and engineered systems as charge can influence hormone removal. The removal of uncharged estrone from pH 3 to 10 is similar (Figure 2a), with approximately 40% removal. At pH 11 and 12 estrone is negatively
charged, estrone removal increases substantially to 60-70%. Figure 2b shows the mass of estrone sorbed per mass of resin as a function of pH, and this also indicates a significantly increased isotherm slope at pH 11 and 12.

![Figure 2](image.png)

Due to the strong base quaternary ammonium functional groups, the resin has a pH tolerance,
and hence observed changes in estrone removal can be attributed to the dissociation of estrone. Estrone is 99.5% protonated at pH 8 and is 82-97% dissociated at pH 11 and 12. As the dominant removal mechanism for the resin is ion exchange, estrone removal is greatest when estrone is predominantly negatively charged at pH > 10.4 (Figure 3). However, at pH values lower than the pKₐ, moderate estrone removal by also observed (40%) which is surprising. The removal of non-ionic estrone can be explained with physical interactions such as van der Waals forces and hydrogen bonding with the polyacrylate polymer. The mechanism of interaction is likely to be absorption, compared to adsorption, due to the resin material. The polyacrylate coating is similar to the coating of some fibres used for solid-phase microextraction (SPME), and studies have indicated that micropolllutants are removed by such SPME fibres through absorption. Further, the linearity of the sorption isotherms in Figure 2b suggests that absorption is indeed the dominant mechanism.

![Figure 3](image.png)

The significant removal of non-ionic estrone suggests that hydrogen bonding is the dominant physical sorption mechanism. Estrone contains a phenolic hydroxyl group which acts as a hydrogen donor and acceptor, hence it is bipolar, and a ketone group which is a strong hydrogen acceptor. The polyacrylate resin also contains polar functional groups such as ketone and ammonium moieties, and therefore hydrogen bonding is indeed possible. Previous studies have observed strong estrone sorption to membrane polymers and it is suggested that this is due to hydrogen bonding, as well as non-specific interactions. Schäfer et al. found estrone sorption to the membrane polymers significantly decreased as the pH exceeded the pKₐ, and hydrogen bonding capacity decreased. In the case of the resin, the dissociation of estrone adds the potential of ion exchange, which is indeed observed.

Temperature is of interest as it may have implications for micropolllutant removal kinetics. As estrone is non-ionic at pH 8, removal by the resin is due to physical sorption. The removal of estrone as a function of temperature is shown in Figure 4a. The removal of estrone is similar from 15 to 35°C, with average removals ranging from 36-40%. As the temperature increases to 45°C the average estrone removal decreases to 31%, and to 23% at 55°C. The sorption isotherms (Figure 4b) indicate a similar mass of estrone removed per mass of resin from 15 to 35°C.

![Figure 4](image.png)

The effect of temperature on NOM removal by magnetic ion exchange resin has been studied previously. Humbert et al. studied NOM removal from 6 to 36°C and found no difference in removal between 6 and 26°C, however removal increased as the temperature increased at 36°C due to accelerated kinetics. In contrast, Semmens et al. compared NOM removal by the resin in summer (24°C) and winter (6°C) conditions and found a 12% reduction in NOM removal in colder conditions due to slower NOM uptake. Chen found that NOM removal was similar at 25°C and 35°C with a polyacrylate IX resin. The variations in the literature are due to different experimental conditions, such as equilibrium time and resin doses. However, at pH 8 estrone is not interacting with the resin through ion exchange, as NOM does, therefore it is difficult to compare these results or identify a coherent mechanism. Similar to this study, a decrease in micropolllutant uptake by polyacrylate SPME fibres have previously been observed at high temperatures. As sorption to polyacrylate is diffusion controlled, the temperature accelerates removal kinetics. However, as the temperature increases to 45 and 55°C the polyacrylate-water partition coefficient decreases, and this may lead to a reduction in estrone removal at high temperatures.

The sorption of estrone is also studied in the presence of varying NOM, ionic strength and sulfate concentrations. NOM and sulfate are selected as they may compete with estrone for ion exchange binding sites, while ionic strength has implications for charge shielding and hence can affect the ion exchange process. Experiments are conducted at pH 8 and 11 to study the influence of estrone dissociation on removal. In Figure 5a the isotherm slope decreases as NOM concentration increases at pH 8, indicating a reduction in estrone removal with increasing NOM concentration. However, there appears to be no significant difference in sorption at pH 11 (Figure 5b). This change in sorption is related to estrone charge. As estrone is neutrally charged at pH 8 it can only be removed through physical interactions, while the anionic NOM can be removed through ion exchange, which is a stronger interaction. Therefore, as more NOM is removed less estrone can be sorbed by the resin. It is likely this is due to the significantly higher NOM concentration (10-100 mg/L compared to 1-500 ng/L) which can block estrone sorption sites. However, at pH 11 when estrone is negatively charged it can out-compete NOM for binding sites, therefore there is no significant difference in estrone sorption with increasing NOM concentration. Ion exchange to the macroporous IX resin is diffusion controlled, therefore estrone out-competes NOM due to the significantly lower molecular weight of estrone (270.4 g/mol versus <1000 g/mol) which results in a greater diffusion constant.

![Figure 5](image.png)

The influence of ionic strength (NaCl) is studied as it may shield electrostatic interactions between estrone and the resin functional groups. Figure 6a shows for pH 8 a slight decrease in estrone sorption in the presence of 20 mM NaCl, however there is no difference in isotherm slope as the ionic strength increases from 20 mM to 200 mM NaCl. For pH 11 a significant reduction in isotherm slope with increasing ionic strength is observed, indicating decreasing estrone sorption (Figure 6b). At high ionic strength the charge of estrone and resin functional groups are shielded reducing the ion exchange capability, resulting in decreasing sorption as a function of ionic strength at pH 11. Below the pKₐ of estrone the high ionic strength did not influence the sorption, as ion exchange is not the removal mechanism.

![Figure 6](image.png)

Sulfate is a multivalent anion (SO₄²⁻), and previous studies indicate that the presence of sulfate can reduce the removal of organic matter as it can compete for anion exchange sites. Consequently, the influence of estrone removal in the presence of sulfate is studied to determine if this influences estrone removal. Figure 7a shows a reduction in isotherm slope in the presence of sulfate for pH 8, while in Figure 7b little difference in estrone sorption at pH 11 is observed when ion exchange occurs. Similar to NOM, the concentration of the presence of sulfate is considerably higher (4-1850×10⁻⁹ mM of estrone versus 5-20 mM of sulfate) reducing estrone sorption sites at pH 8.

![Figure 7](image.png)

Desorption IX resins are regenerated through reverse ion exchange, where contaminants are substituted for, in this case, chloride ions (Figure 8). It is unknown if micropolllutants, such as estrone, can be removed from the resin by regeneration, and for this reason the influence of ionic strength on estrone desorption as a function of pH is measured using MilliQ water (0 M), 1 M and 2 M NaCl (Figure 9). Desorption is lowest in MilliQ water with 33-42% desorption, followed by 1 M NaCl
with 59-67% estrone desorption and 58-98% at 2 mM. In both MilliQ water and 1 M NaCl the resin appears to demonstrate some degree of regeneration meaning that the contaminants are likely to desorb if the water quality varies, and that ion exchange is not the mechanism as there is no chlorine in MilliQ water. This indicates that pure water may be contaminated by micropollutants sorbed to the resin. At 2 M NaCl from pH 7 to 10 desorption is similar to 1 M NaCl with 58-62% desorption. At pH 11, when estrone is 82% negatively charged, there is 98% desorption of estrone, indicating that an ionic strength of 2 M is sufficient to regenerate the negatively charged estrone. No difference in desorption as a function of pH is observed for MilliQ water or 1 M NaCl, suggesting that regeneration is a NaCl concentration dependent process.

**Conclusions**

The improved removal of steroidal hormones such as estrone from water and wastewater is of great importance. The application of MIEX® to remove estrone is influenced by the solution chemistry, temperature and the presence of competing anions. When estrone is negatively charged, the resin can remove as much as 70% of estrone, and up to 98% can be desorbed using NaCl. However, at neutral pH values, more common in wastewater treatment applications, the removal is significantly less (40%), with desorption up to 67%. Results imply that the application of the resin combined with another water treatment mechanism, such as membrane filtration or advanced oxidation, may be a good and energy efficient option to ensure significant removal of charged micropollutants from water. An important implication of this study is that polymeric resins are likely to concentrate micropollutants resulting in an elevated concentration in the resin material and the brines from regeneration processes. The disposal and treatment of such brines require solid future investigation, as does the risk of release of micropollutants if ionic strength or pH of vary accidentally.

**Acknowledgements**

Orica Watercare (Melbourne, Australia) are thanked for provision of MIEX® sample. Professor Menachem Elimelech is thanked for revisions of the manuscript during his time in Edinburgh as Royal Academy of Engineering Distinguished Visiting Fellow.

**References**

List of Figures

Figure 1: Field emission scanning electron microscope (FESEM) image of the magnetic ion exchange resin.

Figure 2: a) Removal of estrone and b) sorption isotherms for estrone as a function of pH (background electrolyte 1 mM NaHCO₃).

Figure 3: Primary mechanisms of estrone removal by anion exchange resin as a) physical sorption and b) ion exchange (adapted from Li and SenGupta²³ and Hubicka and Kolodynska.⁴⁵).

Figure 4: a) Removal of estrone and b) sorption isotherms for estrone as a function of temperature (background electrolyte 1 mM NaHCO₃, pH 8).

Figure 5: Sorption isotherms for estrone as a function of natural organic matter (NOM) concentration at a) pH 8 and b) pH 11 (background electrolyte 1 mM NaHCO₃).

Figure 6: Sorption isotherms for estrone as a function of ionic strength (NaCl) at a) pH 8 and b) pH 11 (background electrolyte 1 mM NaHCO₃).

Figure 7: Sorption isotherms for estrone as a function of sulfate concentration at a) pH 8 and b) pH 11 (background electrolyte 1 mM NaHCO₃).

Figure 8: Resin regeneration mechanism using NaCl.

Figure 9: Desorption of estrone in MilliQ water, 1 M NaCl and 2 M NaCl as a function of pH (background electrolyte 1 mM NaHCO₃).
Figure 2

Figure 3

Non-ionic estrone

Ionic estrone

a) Physical interaction

b) Ion exchange
Figure 6

Figure 7


Figure 8

![Chemical structure diagram showing the ion exchange process between estrone and NaCl.]

Figure 9

![Graph showing desorption as a function of pH. The graph includes data points for Milli-Q water, 1M NaCl, 2M NaCl, and pH at 10.4. The line labeled pKa = 10.4 is also shown.]